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PROPOSED WIND CONE LOCATION
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(" THE LOCATION, SIZE AND TYPE OF MATERIAL OF EXISTNG UNDERGROUND UTLTIES )
INDICATED ON THE PLANS IS NOT REPRESENTED AS BEING ACCURATE, SUFFICIENT OR
COMPLETE, 1T SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE THE
ACTUAL LOCATION OF ALL SUCH FACILITES, INCLUDING SERVICE CONNECTIONS TO -
UNDERGROUND UTILITIES.  PRIOR TO CONSTRUCTION, THE CONTRACTOR SHALL NOTIFY S
THE UTILITY COMPANIES OF HIS OPERATIONAL PLANS AND SHALL OBTAIN FROM THE 2
RESPECTIVE UTILITY COMPANIES DETAILED INFORMATION AND ASSISTANCE RELATWVE TO g
THE LOCATION OF THEIR FACILTIES AND THE WORKING SCHEDULE OF THE COMPANIES
FOR REMOVAL OR ADJUSTMENT WHERE REQUIRED. IN THE EVENT AN UNEXPECTED
UTILITY INTERFERENCE IS ENCOUNTERED DURING CONSTRUCTION, THE CONTRACTOR
SHALL (MMEDIATELY NOTIFY THE UTILITY COMPANY OF JURISDICTION. THE ENGINEER
SHALL ALSO BE IMMEDIATELY NOTIFIED. ANY SUCH MAINS AND SERVICES SHALL BE "
RESTORED TO SERVICE AT ONCE AND PAID FOR BY THE CONTRACTOR AT NO =
| AODITIONAL COST TO THE CONTRACT. )P
CALL JULLE. FOR UTILITY INFORMATION AT 1-800-892-0123. CONTACT AIRPORT
PERSONNEL FOR ASSISTANGE IN LOCATING AIRPORT CABLES. CONTACT FAA FOR g
ASSISTANCE IN LOCATING FAA CABLES R
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( SUMMARY OF PROPOSED QUANTITIES (THIS SHEET) ) ” h
ITEM = =
NUMBER | DESCRIPTION UNIT | QuANTTTY c23 2
AR107408 | L-806 WIND CONE 8 LIGHTED ) 2 = o
AR108656 | 3/C #6 600V UG CABLE IN UD LF. 6,160 = =
AR110014 | 4" DIRECTIONAL BORE LF. 335 "
ARBOU5B1 | ELECTRICAL POWER FOR RWY 6 AND RWY 35 WIND CONES | LS. 1 S 5
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WIND CONE NOTES :\ o3
THE PROPOSED WIND CONES SHALL BE INSTALLED AS SHOWN ON THIS SHEET & THE ] &
"WIND CONE ELEVATION DETAIL” SHEET, AND IN ACCORDANCE WITH THE SPECIAL &
PROVISIONS. o
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